
SAMPLE_NAME SAMPLE #      COLLECT
DATE        TIME RECEIVE_DATE     MEASURED
DATE       TIME PARAMETER RESULT
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/7/2016  11:03:00 AM Escherichia coli A
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/6/2016  12:34:00 PM Free Residual Chlorine 0.05
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/6/2016  12:34:00 PM pH 7.59
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/6/2016  12:34:00 PM Specific Conductance 412
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/6/2016  12:34:00 PM Temperature 27.2
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/7/2016  11:03:00 AM Thiosulfate P
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/7/2016  11:03:00 AM Total Coliforms A
Building 4455 AD23766 9/6/2016  12:34:00 PM  09/07/2016 9/6/2016  12:34:00 PM Total Residual Chlorine 0.74
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/21/2016  11:23:00 AM Escherichia coli A
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/20/2016  4:55:00 PM Free Residual Chlorine 0.05
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/20/2016  4:55:00 PM pH 7.75
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/20/2016  4:55:00 PM Specific Conductance 419
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/20/2016  4:55:00 PM Temperature 27.0
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/21/2016  11:23:00 AM Thiosulfate P
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/21/2016  11:23:00 AM Total Coliforms A
Building 4455 AD25634 9/20/2016  4:55:00 PM  09/21/2016 9/20/2016  4:55:00 PM Total Residual Chlorine 0.99
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/7/2016  11:03:00 AM Escherichia coli A
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/6/2016  12:13:00 PM Free Residual Chlorine 0.05
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/6/2016  12:13:00 PM pH 7.57
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/6/2016  12:13:00 PM Specific Conductance 411
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/6/2016  12:13:00 PM Temperature 27.2
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/7/2016  11:03:00 AM Thiosulfate P
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/7/2016  11:03:00 AM Total Coliforms A
Building 4456 AD23767 9/6/2016  12:13:00 PM  09/07/2016 9/6/2016  12:13:00 PM Total Residual Chlorine 1.18
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/21/2016  11:23:00 AM Escherichia coli A
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/20/2016  4:45:00 PM Free Residual Chlorine 0.04
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/20/2016  4:45:00 PM pH 7.77
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/20/2016  4:45:00 PM Specific Conductance 418
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/20/2016  4:45:00 PM Temperature 26.5
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/21/2016  11:23:00 AM Thiosulfate P
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/21/2016  11:23:00 AM Total Coliforms A
Building 4456 AD25635 9/20/2016  4:45:00 PM  09/21/2016 9/20/2016  4:45:00 PM Total Residual Chlorine 1.31
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/7/2016  11:03:00 AM Escherichia coli A
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/6/2016  12:46:00 PM Free Residual Chlorine 0.05
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/6/2016  12:46:00 PM pH 7.55
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/6/2016  12:46:00 PM Specific Conductance 415
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/6/2016  12:46:00 PM Temperature 27.0
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/7/2016  11:03:00 AM Thiosulfate P
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/7/2016  11:03:00 AM Total Coliforms A
Building 50 AD23764 9/6/2016  12:46:00 PM  09/07/2016 9/6/2016  12:46:00 PM Total Residual Chlorine 1.02
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/21/2016  11:23:00 AM Escherichia coli A
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/20/2016  4:26:00 PM Free Residual Chlorine 0.11
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/20/2016  4:26:00 PM pH 7.92
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/20/2016  4:26:00 PM Specific Conductance 416
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/20/2016  4:26:00 PM Temperature 26.4
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/21/2016  11:23:00 AM Thiosulfate P
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/21/2016  11:23:00 AM Total Coliforms A
Building 50 AD25632 9/20/2016  4:26:00 PM  09/21/2016 9/20/2016  4:26:00 PM Total Residual Chlorine 2.5



Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/7/2016  11:03:00 AM Escherichia coli A
Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/6/2016  11:56:00 AM Free Residual Chlorine 0.03
Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/6/2016  11:56:00 AM pH 7.56
Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/6/2016  11:56:00 AM Specific Conductance 417
Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/6/2016  11:56:00 AM Temperature 26.4
Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/7/2016  11:03:00 AM Thiosulfate P
Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/7/2016  11:03:00 AM Total Coliforms A
Building 928 AD23765 9/6/2016  11:56:00 AM  09/07/2016 9/6/2016  11:56:00 AM Total Residual Chlorine 0.45
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/21/2016  11:23:00 AM Escherichia coli A
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/20/2016  4:10:00 PM Free Residual Chlorine 0.03
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/20/2016  4:10:00 PM pH 7.61
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/20/2016  4:10:00 PM Specific Conductance 418
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/20/2016  4:10:00 PM Temperature 26.6
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/21/2016  11:23:00 AM Thiosulfate P
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/21/2016  11:23:00 AM Total Coliforms A
Building 928 AD25633 9/20/2016  4:10:00 PM  09/21/2016 9/20/2016  4:10:00 PM Total Residual Chlorine 0.43
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/7/2016  11:03:00 AM Escherichia coli A
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/6/2016  12:59:00 PM Free Residual Chlorine 0.01
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/6/2016  12:59:00 PM pH 7.68
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/6/2016  12:59:00 PM Specific Conductance 415
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/6/2016  12:59:00 PM Temperature 25.5
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/7/2016  11:03:00 AM Thiosulfate P
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/7/2016  11:03:00 AM Total Coliforms A
Moton Ct AD23768 9/6/2016  12:59:00 PM  09/07/2016 9/6/2016  12:59:00 PM Total Residual Chlorine 0.26
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/21/2016  11:23:00 AM Escherichia coli A
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/20/2016  5:20:00 PM Free Residual Chlorine 0.01
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/20/2016  5:20:00 PM pH 7.88
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/20/2016  5:20:00 PM Specific Conductance 419
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/20/2016  5:20:00 PM Temperature 25.3
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/21/2016  11:23:00 AM Thiosulfate P
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/21/2016  11:23:00 AM Total Coliforms A
Moton Ct AD25636 9/20/2016  5:20:00 PM  09/21/2016 9/20/2016  5:20:00 PM Total Residual Chlorine 0.10

9/21/2016  12:00:00 AM
1



UNIT LOCATION S ANALYST METHOD
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G



/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
unit Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
umhos/cm Bioenviromental Engineering Element C R.SIBERT SM 2510B
Degree C Bioenviromental Engineering Element C R.SIBERT SM 2550B

Bioenviromental Engineering Element C B.HALL IODINE
/100 mL Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
mg/L Bioenviromental Engineering Element C R.SIBERT SM 4500-Cl G
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